
 
 
18.  Human Factors Engineering AP1000 Design Control Document 

 
 
Tier 2 Material 18.9-1 Revision 16 

18.9 Procedure Development 

WCAP-14690, "Designer's Input to Procedure Development for the AP600" (Reference 1), 
provides input for the development of plant operating procedures, including information on 
the development and design of the AP600 emergency response guidelines and emergency 
operating procedures. It applies directly to AP1000 since AP1000 is operated in the same 
manner as AP600. The WCAP also includes information on the computerized procedure 
system, which is the human system interface through which operators execute the plant 
procedures. 
 

18.9.1 Combined License Information 

The Combined License information requested in this subsection has been fully addressed in 
APP-GW-GLR-040 (Reference 2), and the applicable changes are incorporated into the DCD. 
No additional work is required by the Combined License applicant to address the Combined 
License information requested in this subsection.  

The following words represent the original Combined License Information Item commitment, 
which has been addressed as discussed above: 
 

See Section 13.5 for a discussion of the responsibility for procedure development. 

18.9.2 References 

1. WCAP-14690, "Designer's Input to Procedure Development for the AP600," Revision 1, 
June 1997. 

2. APP-GW-GLR-040, "Plant Operations, Surveillance, and Maintenance Procedures," 
Westinghouse Electric Company LLC. 
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